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May 18, 2000


to:

Derek Lowenstein

from:

Yousef Makdisi

subject:
Recommendation for approval to introduce flammable gas to the PHENIX Tracking detectors in the IR. 

The PHENIX Gas Mixing House and Gas mixing systems were subjected to an ORR and ESRC walkthrough on May 1, 2000. The relevant pre start action items were closed as per the attached list. Two items concern signed drawings for the SMCS (safety system) and GMH power drawings were discussed and a path towards resolution was prescribed in a special meeting on May 17, 2000. The meeting minutes are appended. 

A separate but related issue concerns the PASS validation of the emergency exhaust fans in mode 24. This was provided by an attached a memo from N. Williams. 

Approval to turn on the gas mixing systems for the TEC, DC, and PC tracking detectors and introduce flammable gas into the IR is requested.








Approved: ___________________

Attachments:

ORR Action items report

Minutes of the meeting of May 17, 2000 re: Drawings of the PHENIX SMCS and GMH electrical.

Memo from Neville Williams certifying the Phenix IR emergency fans in mode 24.

Cc:

S. Aronson

J. Curtiss

E. Lessard

T. Monahan





P. Pile

File

Memo

















