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PC1 Engineering Run Grounding Plan





Notes:


The HV and LV supplies indicated in dashed lines and the indicated ties to building ground are part of the PHENIX HV/LV grounding plan reviewed separately by the RHIC Experimental Safety Committee.


Details of the power and ground connections between the PHENIX LV supply, the FEM, and the readout cards are shown on the FEM grounding and fusing schematic.  The detector itself has no floating conductive surfaces.


The aluminum support frames and any other significant metal mechanical components will be bonded to the building ground.   
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