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Electronics Rack Interconnect
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1. CR1,2,3 and 5 are KHAU-17D11-24

2. ADAM-5 and CR5 are on an additional panel

3. CR4 and CR6 are Seimens RM805024
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Rack Monitor & Control Interlock Logic
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