
(2) 1/4" Ethane to buffer vol.

(2) 1 1/2" Det gas feed
(2) 1 1/2" Det gas return

(2) 1" Det gas return
(2) 1 1/2" Det gas feed

(2) 1" N2 Purge for detectors & all racks

(1) 1/2" He-bag supply
(1) 1/2" BB N2 cooling N&S
MVD/BB pipes

Electronics

MuID

MuTr

MIXING
HOUSE

(6) 1/4" control air
(2) 1/2" N2 window purge

A B
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(2) 1"

Distribution manifolds:

Detector purge N2
DC/PC pipes

(2) 2 1/2" Ar/Ethane return
(2) 1 1/2" Ar/Ethane feed

(2) 1"   Ethane feed
RICH piping to MH

(1) 1/2"   CO2 feed
(1) 2 1/2" P10 return
(1) 1 1/2" P10 feed
TEC pipes

W

(2) 1 1/2" - CO2/C4H10
MuID Vents

LCVS
J

MuTr Vents

HCVS header & rout through sill
Smoke and Gas detector follow

M

C

Water
Lines

EC

D

South
MuTr

L

Y

CM

U

North
MuTr
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Piping internal to MuTr & MuID
Water drain lines for MVD & RICH

Piping on carriages & CM

Not Shown:

N

WC

P
Lines
Water

R

(1) 3/4" - He
He Bag Vents

DC-PC Vents
(2) 2" - Ar/Ethane

(2) 1" CO2/Ethane

T V

Z

X

HCVS

(1) 3/4" - CO2
(1) 2" - P10

RICH Vents

TEC Vents

Electronics Rack purge N2

N2 lines - rack purge
(1) 3/4"  MuID N
(1) 3/4"  MuTr N
(1) 1"  W carriage
(1) 3/4" CM
(1) 3/4"  MuTr S
(1) 3/4"  MuID S
(1) 1" E carriage

(1) 3/4"  MuID N
(1) 3/4"  MuTr N
(1) 3/4"  MuTr S
(1) 3/4"  MuID S

N2 lines - detector purge
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