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1 The Central Tracking Gas Cylinder Racks need to be bonded to the Central Tracking Gas Control Panel Rack.

DONE, 5/12/99.
2 Someone needs to develop a system check out procedure and sign off on that procedure.

DONE, 5/13/99
3 There must be a physical means (such as a Plexiglas panel) to prevent access to the Argon Pressure Monitor controlling the Central Tracking Gas Mixture.

DONE, 5/13/99
4 There must be a Blue Sheet Test of the Central Tracking Gas System Enunciator.

NOT YET DONE.
5 The racks and shed should be labeled so that someone unfamiliar with the systems can distinguish between the RICH Gas System and the Central Tracking Gas System.

DONE, 5/12/99.
6 All power sources should be labeled at the Breaker Box and at the GFI Outlet.

DONE, 5/12/99.
